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FEC
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EXIT CORRIDOR

TRAVEL DISTANCE FROM MOST
REMOTE POINT TO NEAREST EXIT

EXIT SIGN - HATCH INDICATES
EXIT TEXT AND ARROW
INDICATES DIRECTION

# NO. OF OCCUPANTS
EXITING A ROOM OR AREA

# NO. OF OCCUPANTS
EXITING TENANT SUITECOMMON PATH OF EGRESS

TRAVEL TO DECISION POINT

BUSINESS OCCUPANCY,
OFFICE USE (1:100 GROSS)
30 OCCUPANTS

APPROX. TOTAL USABLE AREA:     3,164 SF
TOTAL OCCUPANT LOAD:               48 OCCUPANTS

SUITE 450 - DURA CHEMICAL

BUSINESS OCCUPANCY,
OFFICE USE (1:100 GROSS)
9 OCCUPANTS

APPROX. TOTAL USABLE AREA:     1,227 SF
TOTAL OCCUPANT LOAD:               35 OCCUPANTS

SUITE 460 - SUB TENANT

BUSINESS OCCUPANCY,
ACCESSORY ASSEMBLY USE (1:15 NET)
26 OCCUPANTS

BUSINESS OCCUPANCY,
ACCESSORY ASSEMBLY USE (1:15 NET)
18 OCCUPANTS

EXIT 1"
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EXIT SIGNAGE IDENTIFICATION WITH RAISED LETTERS AND BRAILLE.  BRAILLE TO
MATCH BACKGROUND FINISH.  CHARACTERS, SYMBOLS AND THEIR BACKGROUND
SHALL HAVE A NON-GLARE FINISH.  CHARACTERS AND SYMBOLS SHALL CONTRAST
WITH THEIR BACKGROUND, EITHER LIGHT ON DARK BACKGROUND OR DARK ON LIGHT
BACKGROUND.  CBC 11B-703.5.1.

VISUAL CHARACTERS ON SIGNS SHALL BE SELECTED FROM FONTS WHERE THE
WIDTH OF THE UPPERCASE LETTER "O" IS 60 PERCENT MINIMUM AND 110 PERCENT
MAXIMUM OF THE HEIGHT OF THE UPPERCASE LETTER "I".  STROKE THICKNESS OF
THE UPPERCASE LETTER "I" SHALL BE 10 PERCENT MINIMUM AND 20 PERCENT
MAXIMUM OF THE HEIGHT OF THE CHARACTER.  CBC 11B-703.5.

CHARACTERS ON SIGNS SHALL BE RAISED 1/32" MINIMUM AND SHALL BE SANS SERIF
UPPERCASE CHARACTERS ACCOMPANIED BY CONTRACTED (GRADE 2) BRAILLE
COMPLYING WITH CBC SECTION 1117B.5.6.  RAISED CHARACTERS SHALL BE A
MINIMUM OF 5/8" AND A MAXIMUM OF 2" HIGH.  CBC 11B-703.2.

CONTRACTED (GRADE 2) BRAILLE SHALL BE USED WHEREVER BRAILLE IS REQUIRED
IN OTHER PORTIONS OF THESE STANDARDS.  DOTS SHALL BE 1/10" ON CENTER IN
EACH CELL WITH 2/10" SPACE BETWEEN CELLS, MEASURED FROM THE SECOND
COLUMN OF DOTS IN THE FIRST CELL TO THE FIRST COLUMN OF DOTS IN THE
SECOND CELL.  DOTS SHALL BE RAISED A MINIMUM OF 1/40" ABOVE THE
BACKGROUND.  BRAILLE DOTS SHALL BE DOMED OR ROUNDED.  CBC 11B-703.3.

WHERE PERMANENT IDENTIFICATION SIGNS ARE PROVIDED FOR ROOMS AND
SPACES, SIGNS SHALL BE INSTALLED ON THE WALL ADJACENT TO THE LATCH SIDE
THE DOOR.  WHERE THERE IS NO WALL SPACE ON THE LATCH SIDE, INCLUDING AT
DOUBLE LEAF DOORS, SIGNS SHALL BE PLACED ON THE NEAREST ADJACENT WALL,
PREFERABLY ON THE RIGHT.  THEY SHALL BE LOCATED ON THE APPROACH SIDE OF
THE DOOR AS ONE ENTERS THE ROOM OR SPACE.  SIGNS THAT IDENTIFY EXITS
SHALL BE LOCATED ON THE APPROACH SIDE OF THE DOOR AS ONE EXITS THE
ROOM OR SPACE.  MOUNTING LOCATION SHALL BE DETERMINED SO THAT A PERSON
MAY APPROACH WITHIN 3" OF SIGNAGE WITHOUT ENCOUNTERING PROTRUDING
OBJECTS OR STANDING WITHIN THE SWING OF A DOOR.  CBC 11B-703.4.

THE INTERNATIONAL SYMBOL OF ACCESSIBILITY SHALL BE THE STANDARD USED TO
IDENTIFY FACILITIES THAT ARE ACCESSIBLE TO AND USABLE BY PHYSICALLY
DISABLED PERSONS AS SET FORTH IN THE 2013 CBC AND AS SPECIFICALLY
REQUIRED IN CBC SECTION 11B-703.7.2.

THE SYMBOL SPECIFIED ABOVE SHALL CONSIST OF A WHITE FIGURE ON A BLUE
BACKGROUND. THE BLUE SHALL BE EQUAL TO COLOR NO. 15090 IN FEDERAL
STANDARD 595B.
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LIFE SAFETY SUMMARY

LIFE SAFETY LEGEND

THIS PROJECT DOCUMENTS THE INTERIOR TENANT IMPROVEMENTS FOR A BUSINESS
THAT IS SUBMITTED AS A "B" OCCUPANCY

APPROXIMATE LEASE SIZE: SUITE 450 3,164 SF AND SUITE 460 1,227 SF.

ALL EXISTING EXITS TO REMAIN. NO CHANGES WERE MADE TO EXISTING BUILDING USE.

CODE-REQUIRED SIGNAGE

OCCUPANT LOAD SUMMARY

 1/8" = 1'-0"01 LIFE SAFETY PLAN
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FACTOR

WIDTH
REQUIRED

WIDTH
PROVIDED

OCCUPANT
CAPACITY

DOOR
STAIR
DOOR
STAIR

A

B
B

A
.15

.15

.2

.2

4.05" 33" 220
5.4" 41" 205
4.2"
5.6"

33" 220
41" 205

NO. DESCRIPTION DATE
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COLUMN OF DOTS IN THE FIRST CELL TO THE FIRST COLUMN OF DOTS IN THE
SECOND CELL.  DOTS SHALL BE RAISED A MINIMUM OF 1/40" ABOVE THE
BACKGROUND.  BRAILLE DOTS SHALL BE DOMED OR ROUNDED.  CBC 11B-703.3.

WHERE PERMANENT IDENTIFICATION SIGNS ARE PROVIDED FOR ROOMS AND
SPACES, SIGNS SHALL BE INSTALLED ON THE WALL ADJACENT TO THE LATCH SIDE
THE DOOR.  WHERE THERE IS NO WALL SPACE ON THE LATCH SIDE, INCLUDING AT
DOUBLE LEAF DOORS, SIGNS SHALL BE PLACED ON THE NEAREST ADJACENT WALL,
PREFERABLY ON THE RIGHT.  THEY SHALL BE LOCATED ON THE APPROACH SIDE OF
THE DOOR AS ONE ENTERS THE ROOM OR SPACE.  SIGNS THAT IDENTIFY EXITS
SHALL BE LOCATED ON THE APPROACH SIDE OF THE DOOR AS ONE EXITS THE
ROOM OR SPACE.  MOUNTING LOCATION SHALL BE DETERMINED SO THAT A PERSON
MAY APPROACH WITHIN 3" OF SIGNAGE WITHOUT ENCOUNTERING PROTRUDING
OBJECTS OR STANDING WITHIN THE SWING OF A DOOR.  CBC 11B-703.4.
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IDENTIFY FACILITIES THAT ARE ACCESSIBLE TO AND USABLE BY PHYSICALLY
DISABLED PERSONS AS SET FORTH IN THE 2013 CBC AND AS SPECIFICALLY
REQUIRED IN CBC SECTION 11B-703.7.2.
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STANDARD 595B.

1.

2.

3.

4.

5.

6.

7.

AT ROOM/AREA EXITS
LEADING INTO RATED
CORRIDORS TO
BUILDING EXITS

B

STAIR 1"

4"

3"

DOWN 1"
0"

EXIT 1"
1"

AT CORRIDOR SIDE OF
EXIT STAIRS ON ALL
UPPER FLOORS

A

A B C

D E F G H

1

2

3

4

35

1700 SF
OPEN OFFICE

232 SF
CONF. ROOM

849 SF
OFFICE

82 SF
BREAK AREA

B

B

A

A

A B

FE
C

FEC

EXIT A

STAIR A

EXIT BSTAIR B

NEW EXPANSION

SUITE 460 - SUB TENANT

EXISTING SPACE

BUILDING EXIT SEPARATION
152' - 6 5/8"

TO
TA

L 
TR

AV
E

L 
D

IS
TA

N
C

E
: 1

00
'-9

"

TO
TA

L 
TR

AV
E

L 
D

IS
TA

N
C

E
: 1

70
'-8

"

48

262 SF
CONF ROOM

64 SF
PHONE RM

DURA CHEMICAL - SUITE 450

114 SF
OFFICE

111 SF
OFFICE 166 SF

NEW OFFICE
118 SF

NEW OFFICE

115 SF
OFFICE

114 SF
OFFICE

116 SF
OFFICE

210 SF
OFFICE

138 SF
OFFICE

BUILDING LONGEST DIAGONAL

228' - 2 1/2"

DN .

U P

UPDN.

7

HKS ARCHITECTS, INC.

SAN FRANCISCO, CA 94107

ARCHITECT

539 BRYANT STREET, SUITE 100

REVISION

HKS PROJECT NUMBER

DATE

SHEET TITLE

SHEET NO.

P
LO

T 
D

AT
E:

ISSUE

© 2015  HKS, INC.

TE
M

PL
AT

E 
VE

R
SI

O
N

:

KEY PLAN

CUSHMAN & WAKEFIELD

EMERYVILLE, CA 94608

LANDLORD'S REPRESENTATIVE

2000 POWELL STREET, SUITE 100

D
U

R
A

 C
H

EM
IC

A
LS

RANDALL LAMB ASSOCIATES, INC.

SAN FRANCISCO, CA 94111

MEP ENGINEER

1700 MONTGOMERY STREET, SUITE 250

TBD
GENERAL CONTRACTOR

22
00

 P
O

W
EL

L 
ST

R
EE

T,
 S

U
IT

E 
45

0/
46

0
EM

ER
Y

V
IL

LE
, C

A
 9

46
08

TRUE
NORTH

PLAN
NORTH

11
/1

8/
20

15
 1

1:
01

:0
7 

AM

ALS.01

LIFE SAFETY PLAN

09/29/15

188808.140

BID/PERMIT

2.
6.

4.
20

13
06

21

LIFE SAFETY SUMMARY

LIFE SAFETY LEGEND

THIS PROJECT DOCUMENTS THE INTERIOR TENANT IMPROVEMENTS FOR A BUSINESS
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Daniel Bisabri
Executive Director 
+1 510 891 5801 
daniel.bisabri@cushwake.com
LIC #01754122

555 12th Street, Suite 1400
Oakland, CA 94607 
main +1 510 465 8000 
fax  +1 510 465 1350
cushmanwakefield.com
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