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EXIT DOOR

EXIT LIGHT

FIRE EXTINGUISHER IN RECESSED

CABINET @ 48" AFF TO TOP OF F.E.

HANDLE

DIRECTION OF EXIT SIGN

PATH OF EGRESS TRAVEL

SEPARATION DISTANCES,

DIAGONAL DISTANCES

WALL ASSEMBLIES FIRE RATING 

MEANS OF EGRESS 

SYMBOLS 

ALLOWABLE TRAVEL DISTANCE IS 250'-0" MAX.

PROVIDE SUFFICIENT WALL MOUNTED  FIRE EXTINGUISHERS TO MEET THE COVERAGE REQUIREMENTS OF NFPA

10 (1,500 SF PER UNIT OF A). MIN SIZE OF EXTINGUISHER TO BE 2A, & 20BC. EXTINGUISHERS SHALL BE MOUNTED

@ 48" AFF TO TOP OF HANDLE, AND NOT EXCEED 75' TRAVEL DISTANCE (A) OR 50' TRAVEL DISTANCE (BC) FROM

ANY LOCATION INSIDE THE SPACE(S).  EXTINGUISHERS SHALL BE CURRENTLY TAGGED BY A LICENSED FIRE

EQUIPMENT COMPANY.

THERE IS AN ACCESSIBLE ROUTE FOR THE PUBLIC FROM ACCESSIBLE PARKING SPACES THROUGH RAMP TO

ENTRY DOORS AND INTO BUILDING.  ALL PUBLIC AREAS ARE ACCESSIBLE AND HAVE NO LEVEL CHANGES

GREATER THAN 1/2" EXCEPT AS PROVIDED BY RAMP.

THIS BUILDING SHALL COMPLY WITH SECURITY AND FORCED ENTRY PREVENTION OF THE LATEST EDITION OF

THE F.B.C.

-PROVIDE OCCUPANCY SIGN CONFORMING TO APPLICABLE BUILDING CODE REQUIREMENTS.

-G.C. SHALL VERIFY, COORDINATE, AND/OR PROVIDE ANY LIFE SYSTEM, SMOKE DETECTION AND/OR FIRE ALARM

CONNECTORS AS REQUIRED PER LOCAL JURISDITION. RE: MECHANICAL PLANS..

-ANY REQUIRED FIRE DAMPERS ASSEMBLIES INCLUDING SLEEVES AND INSTALLATION PROCEDURES RE:

MECHANICAL DWG'S.  SHALL BE PROVIDE BY G.C. AND APPROVED BY THE BUILDING INSPECTOR PRIOR TO

INSTALLATION.

-DURING THE CONSTRUCTION THE G.C. IS TO PROVIDE A PORTABLE FIRE EXTINGUISHER WITH A RATING OF NOT

LESS THAN 2A-10BC WITHIN 75 FOOT TRAVEL DISTANCE TO ALL PORTIONS OF THE PROJECT

-THE OPENING FORCE FOR INTERIOR SIDE-SWING DOORS WITHOUT CLOSERS SHALL NOT EXCEED A 5 LB FORCE.

FOR OTHER SIDE-SWINGING, SLIDING OR FOLDING DOORS, THE DOOR LATCH SHALL RELEASE WHEN SUBJECTED

TO A 15 LB FORCE.  THE DOOR SHALL BE SET IN MOTION WHEN SUBJECTED TO A 30 LB FORCE.  THE DOOR SHALL

SWING TO A FULL OPEN POSITION WHEN SUBJECTED TO A 15 LB FORCE.  FORCES SHALL BE APPLIED TO THE

LATCH SIDE.
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