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[REFER TO DETAIL AS PER TAG ON

SHEET A-000.00: ITEM #]
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300

SMOKE/CARBON MONOXIDE DETECTOR

DOOR TAG - DENOTES NEW DOOR

[REFER TO DOOR SCHEDULE AS PER

TAG ON SHEET A-101.00: ITEM #]

WINDOW TAG - DENOTES NEW WINDOW

[REFER TO WINDOW SCHEDULE AS PER

TAG ON SHEET A-101.00: ITEM #]
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ON EACH SIDE
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EXISTING
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EXISTING
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REMOVE
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OCCUPANCY & EGRESS
OCCUPANCY GROUP : I-4
UNIT WIDTH = 22" @ ( 30 PERSON PER UNIT WIDTH )
PER TABLE 8.1 B.C

CAPACITY OF EXISTS
EXIT -1
(1) DOOR @ 36" = 36"/22": 1.6 = 1.5 UNITS
1.5 UNIT @ 30 PERSON PER UNITS = 45 PERSONS
EXIT-2
(2) DOOR @ 36" = 72"/22": 3.27 = 3.0 UNITS
3.3 UNIT @ 30 PERSON PER UNITS = 90 PERSONS

OCCUPANT LOAD (DESIGNED)
TOTAL CHILDREN        : 41
INSTITUTIONAL STAFF : 5
TOTAL PROPOSED        :46 PERSONS < 90  ( OK )

AREA CALCULATIONS:
CLASSROOM: 30 SF PER OCCUPANT
AREA: 1235.79 SF / 30 = 41 PERSON

FIRST FLOOR
TRAVEL DISTANCE  (TABLE  8.1)   PROPOSED              ALLOWED

PRIMARY PATH OF EXIT
PRIMARY =     1ST LEG:                          16.42'
                     2ND LEG:                          21.33'
                +   3RD LEG:  5.25'x1.25  =     6.30'
                                                              44.05'                   40.05'            125'-0"    (OK)

SECONDARY PATH OF EXIT
SECONDARY =  1ST LEG:                             41.33'
                        2ND LEG:                            17.66'
                    +  3RD LEG:   6.58' x 1.25 =     8.22'
                                                                   67.21'                  67.21'          125'-0"  (OK)

NOTE:
AS PER BUREAU OF CHILD CARE ARCHITECTURAL PLAN
SUBMISSION FACT SHEET FACILITY GUIDELINES FOR GROUP
CHILD CARE CENTERS, RATIO OF 1 TOILET: 1 SINK / 15
CHILDREN REQUIRED.
FIRST FLOOR TOTAL CHILDREN: 41 / 15 = 2.7 OR 3 TOILET &
3 SINK REQU.
                        PROVIDED: 3 TOILET & 3 SINK ( OK )
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